Des Moines Public Schools
Walnut Street Chiller Replacement
B8456
Bid Due 3:00 P.M. MARCH 6, 2020
ADDENDUM TWO: February 19, 2020

Note: Firms quoting this project shall recognize the receipt of this addendum on the bid form. Note beside the date line that it applies to Bid # B8456 only.

**Item One:** Specification & Scope of Work changes:

The following insulation requirements are not called out on the prints:

- Chilled water piping needs wrapped in 1 ½” fiberglass insulation with protective metal sleeves at pipe hangers
- Indoor refrigeration suction line piping needs ½” armor flex
- Outdoor refrigeration suction line piping needs ½” fiberglass insulation with a PVC protective wrap